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STEAM UNIT 5/ UNIT 6 STEAM / CT REPORT ON AUGUST 22, 2021

Facts

1. Units was generating 330 MW in combine cycle:

a. Unit 5
i. CT 122 MW
i. STG 43 MW
b. Unit6
i. CT 123 MW
i. STG 42 MW

2. At 12:25 p.m. an electrical disturbance in the transmission line system affected the
voltage at San Juan Power Plant, causing steam units 5 and 6 to shut down.
3. At 12:05:04 p.m. the automatic transfer from gas to diesel was activated for both
units’
a. Steam Unit 5 was taken out of service at 12:25:03 pm by opening the exit

switch.
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b. Steam unit 6 went out of service at 12:25:05 p.m. by losing the servo control
system due to voltage variation.

c. Combustion unit 6 began to have problems with the levels of the boilers due to
the firing of the steam turbine that affected the temperature of the high-pressure
boiler, taking the unit out of service at 12:30 p.m. with 100 MW.

d. Combustion Unit 5 remained in service with approximately 50 MW.

4.  Combustion Unit 6 go in service at 1:46 p.m on August 22.
5.  Steam unit 6 entered service at 4:17 p.m. on August 22

6. Steam unit 5 entered service at 10:26 a.m. on August 23, 2021

Reference

Alarms: Steam Unit 6 forced shutdown

Green arrow —12: 05: 02 pm began the voltage fluctuation affecting equipment of the unit.
Yellow arrow - 12:05:04 pm activates the automatic transfer of gas to diesel fuel.

Blue arrow- 12:25:05 pm forced shutdown of steam unit due to low pressure of the servo

control system.
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- 3 Ursts{A)
Nam | s | Point Nomo Sate

OFOMOVAODAAB UNITE@NETS  FUEL OIL MOVIRGR
OFOMOVCODMAB UNITE@NETS  FUEL OIL MOV CLUSI
OFOMOYOODMAB UNITE@NETE  FUEL OIL MOV OPEN

OL/2272001 122505 ANARM CHCZSHZ2ZTS UNITE@NETS STMTURS TRIP SOL 4 TR® §
W2 22505 NARN CHCZSL2278 UNITC@NETS STMTURS TRP SOL 4 TRIP

00227200 22505 ANANM CMVS2RCE001.UNITE@NETE ST6 BXR VCB 001 C10 3 OPEN 0

00227200 22505 AARM GHSFTARSBAUNTO@NETS HP SHNO2OUTLETF 3
227221 22505 AR CHSFTAGS0EV.UNITE@NETS  HP SH NO2OUTLETF 3

80 1
DEV 1

L2700 122508 NARM CHCPS2277L UNITO@NETS STG HYD ARLUID SPLY 3 TRUE 1
0072272001 122506 NARM CHCPTZ277L UNITE@NETS STG HYD RLUD SUPP 3 w

002/ 122506 NN CEQCEMSAMPLPRESS UNITS@N  CTG 6 CEMS SAMPLE 3 ANARM 1

SSTDAOVCOO21-A0P UNITE@NET SV-1 DSCH AFT SEAT 3 TRUE 1

SHCPOSH206 UNITC@NETS STGHYD PMP B DISC 4 AARM 0

Alarm forced shutdown Unit Steam 5
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8/22/2021 3:54:35 PM

8/22/2021 2:58:54 PM
8/22/2021 12:52:28 PM

8/17/2021 5:05:05 pM

8/17/2021 8:16:32 AM

8/14/2021 5:46:54 pp

SSLOZSH2223

S5L0ZS12223
0SACMPADO01BA

ALARM SOFFSITESP

SENSOR SCDTE0561

SFOPPADOO2A

STG TG ENGAGED

STG TG DISENGAGED
SERVICE AR CPRSR B ALARM

STOP OFF SITH

COND EXT PUMP A PISCHG TEMP

FUEL OIL DELIVERY p
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Alarm forced shutdown Unit CT 6 12:32:35 pm

Urnts(A)
Slate

| Code | Point Name | Point Description || AP | Value | 3

6HPSOVCO100.UNITE@NET6 HP TBVOVERRIDECL 3

SCDTED091-BQ.UNITE@N OND DRN T!

VIDENETD W INK TEM
6CDTED091-BQ.UNITE@NETS COND DRN TNKTEM 3
SCOTEDDS1-BQ.UNITE@NET ONDDRNTNKTEM 3
6CDTE0091-&).UNIT€@NET6 CONDDRN TNKTEM 3
Q:DIT{TO7AC-DEV.UNITG@NET6 CONDENSER LEVEL T 3

b.UNIT6@)
e -1y '

ENL4.UNITe@NETG TURBINE NOT RUNNI 3 N_RUN 1

0872272 21 i§3235 ‘llR e

0872272021 1232 M
37

| ALARM

¢ Ing. Victor L. Ortiz
Ingenieros de Turno



